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ADDENDUM #1 08/14/15 ENHANCE MEDICAL,
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PARTIAL BASEMENT ELECTRICAL

KEY PLAN
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1-E1.1

0' 2' 4' 8' 16'0' 2' 4' 8' 16'0' 2' 4' 8' 16'0' 2' 4' 8' 16'0' 2' 4' 8' 16'

 1/4" = 1'-0" 2
ENLARGED ROOM #E24,
#E24A AND #E24B ELECTRICAL KEY PLAN
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PARTIAL BASEMENT ELECTRICAL KEY PLAN
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ENLARGED ROOM #D21
ELECTRICAL KEY PLAN
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N

N

N

KEY PLAN CODED NOTES

PROVIDE 120V-1Ø CIRCUIT INDICATED FOR LENEL ACCESS CONTROL SYSTEM POWER SUPPLY. REFER TO
SECURITY SYSTEM RISER DIAGRAM AND DETAILS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.

PROVIDE NEC COMPLIANT PULLBOXES ALONG NEW FEEDER RUNS ON 100' CENTERS OR AFTER (4) 90-DEGREE
BENDS. FIELD VERIFY EXACT LOCATIONS OF ALL PULLBOXES AND COORDINATE WITH SYSTEMS ABOVE FINISHED
CEILING.

1
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 1/4" = 1'-0" 4
ENLARGED
TELECOMMUNICATIONS ROOM BF312 PLAN

N

PATHWAY SHOP DRAWINGS REQUIREMENT

APPROXIMATE ROUTING SHOWN ON THESE DRAWINGS FOR ELECTRICAL PANELBOARD FEEDERS IS ONLY TO INDICATE
GENERAL SCOPE OF WORK. CONTRACTOR MUST FIELD VERIFY ACTUAL ROUTING AND SUBMIT "PATHWAY SHOP
DRAWING" TO VA COR FOR APPROVAL AND COORDINATION. DRAWING SHALL BE MINIMUM 1" = 20'-0" SCALE AND SHALL
INDICATE, BUT IS NOT LIMITED TO, PROPOSED ROUTE, PULLBOXES, PENETRATIONS THROUGH FLOORS AND LIFE
SAFETY BARRIERS (SMOKE AND FIRE), ETC. WHERE ROUTING IS ABOVE FINISHED CEILINGS IN OCCUPIED AREAS,
INDICATED APPROXIMATE LENGTH OF TIME AND EXTENT OF WORK.
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